
__________________________________________________________________ 
10150 Highland Manor Drive – Suite 200 - Tampa, FL  33610                                                                                 

Ph. 813-314-2202  --  Fax:  813-314-2203  
Website:  www.magnumbp.com – Sales@magnumbp.com – Info@magnumbp.com 

 

1___________________________________________________________________________________
 

 

� � �
Issue Date:  03-2010     Prepared by:   DPA 
Issue No.:  XII      Checked by:   EAG 

 
MAGNUM® BOARD PRODUCTS 

Certified Test Summary & Product Specifications 
AC386 Criteria- ASTM and UL Methods - with Additional Testing for Specific Products 

Structural Performance Tests Conducted by: 
RADCO – Long Beach, CA----Test Report No. RAD-4224 & RAD-4451 

PRI Construction Materials Technologies, LLC – Tampa, FL 
 

Fire Testing Conducted by: 
Southwest Research Institute – San Antonio, CA  

01.1443.01.105b (UL263 / E119 Fire Wall) 
01.11810.01.165b (E84 Non Flammable) 

01.11850.01.431 (E136 Non Combustible) 
                                                      01.11813.02.046 (U-Pitt Protocol – Non Toxic) 

 
Underwriters Laboratory (UL) Witness Fire Testing  

UL Certification File # R26120 
  

International Code Council (ICC) ESR Filing No.:  09-01-01 
 TEST / STANDARD RESULTS 

Flexural Strength – C1185 6MM –  Machine = 2296 PSI                                   
              Cross =      2054 PSI 

12MM – Machine = 1038 PSI 
               Cross =      1508 PSI 
Meets all requirements of AC386 

Dimensions and Tolerances – C1325 Length:  Meets requirements of section 7.4 of ASTM C1186 
Width:   Meets requirements of section 7.4 of ASTM C1186 
Thickness:  Meets requirements of section 7.5 of ASTM 
C1186 
Squareness:  Meets requirements of section 7.6 of ASTM 
C1186 
Edge Straightness:  Meets requirements of section 7.7 of 
ASTM C1186 
Surface Finish:  See attached pictures depicting our 
Premium (sanded) back product and our Class A (rolled 
process) back product. 

Moisture Movement – C1186 Thickness – Direction - Aver Dim Chg 
6MM             Machine      0.01% 
                      Cross           0.03% 
12MM           Machine      0.04% 
                      Cross           0.03%  
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Water Absorption – C1186 12MM = 27% 
Standard Test Method for Resistance to Growth of 
Mold and Mildew – ASTM D-3273 

Magnum Board® is ranked 10 of 10 and exceeds the 
requirements of test method ASTM D-3273.  Magnum 
Board® Products are not a nutrient for mold and mildew. 

Compression Indentation – C1325 No residual deformation was noted following loading and the 
rest period.  Exceeds requirements of C1325. 

Nail Head Pull-Through – C1325 12MM = 174.8 lbf.   
Magnum Board® exceeds the requirements of C1325. 

Falling Ball Impact – C1325 All Magnum Board® specimens exceed the 12” requirements 
per C1325 

Shear Bond Strength – C1325 Mortar           Avg. Shear Strength (PSI) 
Portland        168.82 
Latex            234.32 
Magnum Board® exceeds the requirements of C-1325 
NOTE:  Refer to endorsement by Mapei 

Humidified Deflection – C1396-06A Magnum Board® exceeds requirements of ASTM C1396 and 
AC386. 

Thermal Coefficient of Linear Expansion – 
ASTM E831 

Test in process at PRI Construction Materials Technologies. 

Surface Burning Characteristics – E84-05   6MM = Classification A 
12MM = Classification A 
Magnum Board® exceeds the test criteria presented in 
ASTM E84 and is classified non-flammable. 

Non-Combustible Construction – ASTM E136 Magnum Board® exceeds the test criteria presented in 
ASTM E136 and is classified as non-combustible. 

Underwriters Laboratory Fire Rating  
UL263 and ASTM E119 

Exceeds requirements for single 12MM (15/32”) layer one 
(1) hour wall fire rating.  On line UL listing, follow this link:�
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NOTE:  Two hour single layer wall rating has been 
conducted, but is not yet UL approved.  These tests were 
conducted on single layer walls.  They were not retested at 
one-half the time to pass hose stream as is gypsum products.  
These are true one and two hour walls. 

Xenon Arc Accelerated Weathering – ASTM 
G155 

All five specimens were examined under 5x magnification 
following 2,000 hours of exposure.  No signs of surface 
cracking, checking, crazing, erosion, or chalking were 
observed. 
Magnum Board® exceeds the requirements of ASTM G155. 

Freeze / Thaw – ASTM C1185 Magnum Board® exceeds the requirements of ASTM C1185 
and AC386. 

Toxicity Testing – U-Pitt Protocol Magnum Board® exceeds the combustion toxicity protocol 
developed at the University of Pittsburgh, and the 
requirements for interior finish material as defined by Title 
27, Chapter 1, Subchapter 5, Article 5, of the Building Code 
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of the City of New York. 
Magnum Board® is classified as non-toxic and is carcinogen 
and silica free. 

Structural Performance  Magnum Board® exceeds the structural requirements of 
ASTM E330 and AC386. 

Density Depending on application, Magnum Board® densities may 
range from 0.85 to 1.15 g/cm� . 

Surface Texture Magnum Board® sanded back product is smooth one side – 
uniform machine textured on the back side. 
 Magnum Board® rolled product is smooth one side - rolled 
on the back side. 

Color White to off white. 
Basic Compounds Refer to MSDS posted on website:  www.magnumbp.com 

Transverse Load iaw AC376 – E72 
 Positive Load Negative Load 
 Ultimate Failure Ultimate Failure 

Test Sample psf Kpa psf kpa 
1 133.12 6.37 111.80 5.35 
2 142.48 6.82 140.82 6.74 
3 161.30 7.72 139.36 6.67 

Average 145.63 6.97 130.66 6.26 
Standard Deviation 14.35  0.69 16.35 0.78 

Results of transverse loads meet the requirements of AC376 
Racking Shear IAW AC376 – E72 Section 15.05 

Test Number Ultimate Load (lbf) Lbf / lineal ft. 
1 3600 450 
2 3600 450 
3 2900 363 

Average 3367 421 
Standard Deviation 404 51 

ASTM D696 – 08 Standard Test Method for 
Coefficient of Linear Thermal Expansion 

Property                                 Result 
Thermal Coefficient of            3.97 x 10-6  

Lineal Expansion, 
� L, [in/in-°F] 38-90°F  

Asbestos Magnum Board® has no asbestos. 
Carcinogens There are no carcinogens in Magnum Board® 

whatsoever.  Refer to our U-Pitt toxicity test above. 
Formaldehyde Magnum Board® Products do not contain 

formaldehyde. 
Off Gassing -  the emission of especially noxious 
gases 

Magnum Board® Products do not produce off-
gassing 

STC Values: 
 
NOTE:  The following results are in house test lab 
results and are not certified by an approved ICC testing 
laboratory 
 
�  STC Value standard wall system, 12MM both sides, 
wood or metal stud construction and batts: 

 
 
 
 
 
 
~STC48 
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R Values: 
 
NOTE:  The following results are either in-house test 
lab results or published results from SIPA and are not 
certified by an approved ICC testing laboratory. 
 
 
 
 
 
 
 
Structural Insulated Panel (SIP) R Values using 10MM 
Magnum Board®: 

�  Magnum Board® thermal insulation R value per 
inch = 1.2  
    Compared to: 
 
     Cement Board:             .8 
     Plywood:                     1.2 
     Gypsum Wallboard:     .9 
     Gypsum Sheathing:    1.1 
     O.S.B.                          1.    

SIP R-Values (Calculated R-Values) 

SIP Panel 
Thickness  4 1/2" 6 1/2" 8 1/4" 

10 
1/4"

EPS 14.4 21.6 27.9 35.1
XPS 19.5 29.5 38.3 48.3

Polyurethane  21.7 32.9 N/A N/A

Consult the panel manufacturer to verify R-values. R
can vary between SIP manufacturers. 

 

 
International Code Council Approved Test Laboratories Used For This Testing Include: 

1. RADCO – Long Beach, CA for all strength and performance testing. 
2. Southwest Research Institute – San Antonio, TX for all fire testing. 
3. Underwriters Laboratory – for all witness fire testing.  See certifications on their web site. 

 
 
 Sanded back finish & Rolled back finish: 

1. Sanded back product is tested and certified to all above testing requirements = ~2.5 LBS/SF 
(12MM thickness). 

2. Rolled back product is in house tested only = ~2.3 LBS/SF (12MM thickness). 
3. UL rated fire wall is tested and certified to all above testing requirements = ~2.9 LBS/SF (12MM 

(15/32”) thickness). 
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